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48 Volt
 Battery
 Bank

48 Volt
 Battery
 Bank

250 Amp Breaker 
or 300 amp Fuse

Yellow checked box 
can be traditionally 

grounded. 

Gray checked box  
is positive 

grounded. The 
battery bank for this 

MUST FLOAT

1 Amp Breaker

These can be 
Single pole 

breakers, but I 
would prefer dual 

pole breakers. 


